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NOTES: 1.ROOMS SHOWN ARE TYPICAL FOR VA DESIGN GUIDE PLATE FOR SURGERY. REFER TO

ACTUAL FLOOR PLANS FOR SIZE AND LOCATION OF ROOMS.

2. THE AIR DISTRIBUTION LAYOUT IS APPLICABLE TO THE CYSTOSCOPY ROOM WHEN LOCATED
WITHIN THE SURGERY SUITE.
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DATE ISSUED :MARCH 2010
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